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B TPYBA FO®PUPOBAHHAS MBX C 30HOOM

KpaTkoe pykoBOACTBO NO 3KcnnyaTaummu

OcHoBHble cBeaeHusa 00 naaenvm

Tpyba rodpuposaHHas NBX ¢ 3oHa0M cepum ELASTA ToBapHoro 3Haka |IEK (nanee — Tpy6a)
npenHasHavyeHa aJia 3almThl 31EKTPUYECKUX MPOBOAOB 1 Kabenen OT BHELLHNX BO3AEACTBYOLLX
dakTopoB, a Takxe A5 obecneyeHrs noxapobe3onacHOCTY CeTel.

OCHOBHOIT 061aCTbO NPYMEHEHNS TPYObI ABNSIETCSA NPOKIaAKa BHYTPU HEE NPOBOLOB
1 kabenei HanpsixxeHrem 1o 1 000 B NoCTOAHHOro 1 NepemMeHHoro Toka (B ToM Yncne kabenemn
CUrHaNM3aumn 1 CBSA3M) B XUbIX 1 OOLLECTBEHHbBIX 3aHUSIX U HA MPOMbILLIEHHBLIX 0O beKTax.

Tpy6a npefHa3HavyeHa AJis CTauMoHaPHOM NPOKIAAKM BHYTPU CTPOUTESIbHBLIX KOHCTPYKLMIA
1 Ha UX MOBEPXHOCTU.

Tpyba cooTBeTCcTBYET TpeboBaHusam TP EASC 043/2017.

Mo TpeboBaHMsaM noxxapHoi 6esonacHocTn Tpyba cooteTcTByeT FOCT P 53313.

HopmarnbHble ycnoBus akcrniyaTaumm:

— amnanasoH pabouunx Temnepartyp: ot MuHyc 40 °C o nntoc 45 °C;

— OTHOCUTENbHAasA BNAXHOCTb Bo3ayxa — 75 % npu temnepatype 15 °C;

— OKpyXaloLLlas cpeaa HeB3pbIBOOMNAaCHas, He CoaepXKalllas arpeCcCrBHbIX Fra30B 1 NapoB.,
paspyLuaoLwmx noJIMMepHble MaTepurarbl.

TexHuyeckue faHHbie
TexHuyeckmne AaHHble pr6bl npmneeneHbl B Ta6r||/|u,e 1.
KOHCTPYKUMS 1 OCHOBHbIE pa3Mepbl TPYObI NpUBEAEHbI HA PUCYHKe 1.

KoMnnekTHOCTb
B komMnnekT noctaBku BXOAUT ogHa ByxTa TpyObl.

Mepbi 6Ge3onacHoCTH

Bce paboTbl M0 MOHTaXy U TEXHUYECKOMY 06CyXNBaHMIO TPYO A0KHbI MPOU3BOANTLCS
B 06€CTO4YEHHOM COCTOSIHUM 31EKTPUHECKOM CETU cneumanbHO 06yHeHHbIM NepcoHanomM
¢ cobnoaeHnemM TpeboBaHNin HOPMATMBHO-TEXHUYECKO AOKYMEHTaUun B 0651acTu
3N1EeKTPOTEXHUKM N CTPOUTENBLCTBA.

Tpy6a HepeMoHTonpuroaHa. Mpu o6HapyXeHUN HENCNPABHOCTM N0 UCTEYEHUN rapaHTUNHOTO
cpoka nsgenve yTunnsauposartb.

MpaBuna MoHTaxa

MoHTax TpybObl LOKEH NPON3BOAMTLCS NpU TeMmnepaType oT muHyc 10 °C go nntoc 60 °C.

MoHTax TpyObl AOSIKEH OCYLLECTBASTLCS TakKMM 06pa3om, YToObl MCKIOYaNOCh CKOMIEHNe
KoHAeHcaTa BHYTpu TpyObl, onagaHue B TpyOy BOAbI, NbIW, Macna v T. n.

MoHTax TpyObl [OJIXKEH OCYLLECTBASTHCS MPY MOMOLLM aKCECCYapOB COEANHEHNS
1 KpernyieHnsi, pacnasyHbix KOPOOOK, a Takke HABECHbIX U BCTPanBaeMbIX KOPMYCOB AJ1si MOHTaxa
MOZybHOr0 060pyAOBaHMS.

KonmyecTBo KpenéxHbiX 91eMEHTOB Ha OAMH MOFOHHLIN METP TPYObl LOMIXXHO ONPeaenaTbcs
NpPOeKTOM NPOM3BOACTBA PaboT. 1A pasaeneHuns Tpybbl Ha 0TPE3KM HEOBXOAMMO NPUMEHSTL
CNnecapHbI HOX.

He ponyckaeTcsa BO3AENCTBUE Ha TPYDY arpeCCUBHBIMU XUAKOCTAMM (KOHLLEHTPUPOBaHHbIMM
KMUCNOTaMu, LienodYamMu, CIoXHbIMN 3dupamMm), a Takke OCTPbIMU U TBEPALIMU NPeAMETaMM.
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OunCTKY NOBEPXHOCTN TPYObI CreayeT NPon3BOAMUTL BETOLLLIO UM MATKMMM LLLETKaMU C
NCNONb30BAHNEM TEMIOrO MbIIbHOMO PacTBOPA.

B TeuyeHune Bcero cpoka akcryaTaumm 40MKHbI MPOU3BOANTLECS NMEPUOANYECKME OCMOTPbI
TPYObI C LLe/bIO BbISIBNIEHMS MOBPEXAEHWI, BOZHUKLLNX B MPOLILECCE SKCryaTauun.

TpaHcnopTupoBaHue, XxpaHeHue U yTuanM3auus

TpaHcnopTMpoBaHue TPyObl AOJIKHO OCYLLECTBSTLCS B YNakOBKE U3roTOBUTENS NI0OLIM BUAOM
KPbITOro TpaHCcMnopTa B COOTBETCTBMM C NMpaBuiaMu, ENCTBYIOLMMY Ha JaHHOM BUAe TpaHcnopTa.

TpaHcnopTupoBaHue Tpybbl ocyLecTensieTcs B ycnoBusx XK no FOCT 23216 npu Temnepatype
oT muHyc 25 °C po nntoc 60 °C.

XpaHeHre ynakoBaHHOW TPyObl JOJIXKHO OCYLLECTBASTLCS HA OTKPbIThIX M0LLaAKaxX
B MaKpPOK/IMMATMYECKMX PaioHaxX C YMEPEHHbIM 1 XOIOAHbIM KJIMMaTOM Npu TemnepaTtype
oT MuHyc 25 °C go nntoc 60 °C.

B npouecce TpaHCNopTMPOBaHUS 1 XpaHeHUs Tpyba He [0JIKHA NoABepraTbCs BO3AENCTBUAM
Ype3MepHbIX MEXaHUYECKMX Harpy3ok, yaapoB, BoAbl Y MPSIMOr0 COJTHEYHOrO U3yYeHMS.

Mpw TpaHCNOPTUPOBAHMM N XPAHEHUW N3OENNS [ONIXKHbI ObITb YIOXEHbI HA AEPEBAHHbIE
noaAoHbI UM CYXUE U POBHbIE MOBEPXHOCTU. [NonazaaHme nog, wrabesib NOCTOPOHHUX NPEAMETOB,
BOZbl U FOPIOYE-CMa304HbIX MaTepPUanoB He AOMNyCKaeTcs.

Tpy6a He NoANeXnT yTUAn3aumm B Ka4ecTee ObITOBbIX 0TX0A0B. [1na yTunusauumn nepegatb
B Cneumann3npoBaHHoe Npeanpustie Ans nepepaboTky BTOPUYHOIO Cbipbsi B COOTBETCTBUMN
C 3aKOHOAATENBCTBOM Ha TEPPUTOPUM peanmsaumnn.

Cpok cnyx0bl ¥ rapaHTUKM U3rOTOBUTENS

[apaHTUiHbIA CPOK aKcryaTauum Tpybbl — 1 rog co AHA NPoAaXu Npu yCioBun cobnoaeHns
noTpebuTenem npasus aKcnayaTaumm, TPaHCMOPTUPOBAHUS Y XPAHEHWS.

M3roToButens Bnpase CHATL C cebsl rapaHTuiiHble 0683aTeNbCTBA B CllyHae NOBPEXAEHMS
nN3aenvsa B pesysibTaTe HapyLUeHUs NpaBusl TPaHCNOPTUPOBAHUS, XPaHEHWS, MOHTaXxa umn
akcniyaTaumm.

M3roTtoBuTenb ocTaBnseT 3a co60 NPaBO BHOCUTL B KOHCTPYKLMIO U3OENNSA UBMEHEHUS,

He yXy[LlatoLme ero akcrnayaTaumoHHbIe XapakTePUCTUKMN.

“ CORRUGATED PVC CONDUIT WITH DRAW ROPE

Passport
ET-TG21.001.1

Basic product data

Corrugated PVC conduit with a draw rope of ELASTA series of IEK trademark (hereinafter — the
conduit) is designed to protect electrical wires and cables from environmental conditions, as well as
to ensure fire safety of networks.

The main area of conduit application is the laying of wires and cables with voltages up to 1 000 V
of DC and AC inside it (including signaling and communication cables) in residential and public
buildings and industrial facilities.

The conduit is designed for fixed laying inside building structures and on their surface.

Normal operating conditions:
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— operating temperature range — from minus 40 °C to plus 45 °C;

— relative air humidity — 75 % at the temperature of plus 15 °C;

— non-explosive environment, free of aggressive gases and vapors that destroy polymer
materials.

Technical data
Technical data of the conduit are given in the table 1.
The design and main dimensions of the conduits are shown in figure 1.

Completeness of set
The delivery set includes one coil of conduit.

Safety measures

All installation and maintenance works of the conduit should be carried out in de-energized
state of the electric network by specially trained personnel in compliance with the requirements of
reference documentation in the field of electrical engineering and building industry.

The conduit is not repairable. If a malfunction is detected after the warranty period expires,
dispose of the product.

Installation rules

Conduit installations should be carried out at the temperature from minus 10 °C to plus 60 °C.

The conduit should be installed in such a way as to avoid condensation inside the conduit,
ingress of water, dust, oil, etc. into the conduit.

Installation of the conduit should be carried out using connection and fastening accessories,
junction boxes, as well as hinged and built-in housings for the installation of modular equipment.

The number of fasteners per one running meter of the conduit should be determined by the
work execution design. It is necessary to use a locksmith's knife to divide the conduit into sections.

Do not expose the conduit to aggressive liquids (concentrated acids, alkalis, esters), as well as
sharp and hard objects. The conduit surface should be cleaned with a rag or soft brushes using a
warm soapy solution.

During the entire period of operation, periodic inspections of the conduit should be carried out
in order to identify damages that have been occurred during operation.

Transportation, storage and disposal

Transportation of the conduit should be carried out in the manufacturer's package by any type
of covered transport in accordance with the rules in force for this type of transport.

Transportation of the conduit is carried out under at the temperature from minus 25 °C
to plus 60 °C.

Packaged conduits should be stored in open areas, in macroclimatic areas with moderate and
cold climate at temperatures from minus 25 °C to plus 60 °C.

During transportation and storage, the conduit should not be exposed to excessive mechanical
stress, shocks, water and direct sunlight.

During transportation and storage, the conduit should be placed on wooden pallets or on dry
and level surfaces. Getting under the stack of foreign objects, water and fuels and lubricants is not
allowed.

The conduit should not be disposed of as household waste. For disposal, transfer the conduit to
a specialized enterprise for the processing of secondary raw materials in accordance with the
legislation in the territory of sale.
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Service life and manufacturer's warranties

The warranty period of the conduit operation is 1 year from the date of sale, provided if the
consumer observes the rules of operation, transportation and storage.

The manufacturer has the right to refuse warranty obligations in the event of damage of the
product because of violation of the rules of transportation, storage, installation or operation.

The manufacturer reserves the right to make changes in the product design that do not impair
its performance.

Tabnuua / Table 1

HaumeHoBaHue nokasatens / Parameter denomination 3Hauenue / Value
Matepuan / Material Monueunmunxnopug (MBX) / Polyvinylchloride (PVC)
Liget / Color Cepulit / Gray (RAL 7035);
[Jly6 / Oak (RAL 8007);
CocHa / Pine (RAL 1001)
Cuna cxatus, H, npu cTeneHu conpoTMBReHus cxatuio / 320

Compressive force, N, at the degree of compression resistance 750
— nerkoit / light
— TXenoi / heavy

Knacc Bocnnamensiemoctu no FOCT 28779 / Flammability rating FV(NB)0 / FV(PV)0
according to |EC 60695-11-10

KnaccudukaumoHrHbiit kog, Tpy6Hoi cuctemsl no FOCT P MK Nerkas / Light Tsaxenas / Heavy
61386.1 / Classification code of the conduit system according IEC | 223120400010 443120400010
61386-1 6.1.1-2 6.1.1-4
6.1.2-2 6.1.2-4
6.21-3 6.2.1-3
6.2.2-1 6.22-1
6.1.3-2 6.1.3-2
6.3-0 6.3-0
6.41-4 6.41-4
6.42-0 6.42-0
6.43-0 6.43-0
6.1.4-0 6.1.4-0
6.5-1 6.5-1
6.1.5-0 6.1.5-0
Cpok cnyx6sl, net / Service life, years 25
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HanmeHosarme / Denomination

HapyxHbili anametp
| Outer diameter D,

BHyTpeHHi anameTp
/ Internal diameter D1,

[NinuHa Tpy6bl

B 6yxTe, M / Conduit

MM / mm MM / mm length in coil, m
(£1%)
Tpy6a roppupoatHHas NMBX @16 ¢ 3oHgom ay6 (25 m)* 16 1,2 25
Tpyba roppuposatHas MBX @20 ¢ 3oHaom ay6 (25 m)* 20 14,5 25
Tpyba roppuposaHHas MBX @25 ¢ soHaom ay6 (25 m)* 25 19 25
Tpy6a rochpuposanHast NMBX @16 ¢ 3oHaoM cocHa (25 m)*™ 16 1.2 25
Tpy6a roppuposaHHas NMBX @20 ¢ 3oHgom cocHa (25 m)** 20 14,5 25
Tpyba roppuposaHHas MBX @25 ¢ 3oHa0M cocHa (25 m)* 25 19 25
Tpyba rodppuposaHHasi 1BX @16 ¢ 3oHgom cocHa (100 m)** 16 1.2 100
Tpy6a rodppuposarHas NMBX @20 ¢ 3oHpom cocHa (100 m)** 20 14,5 100
Tpy6a roppupoanHas MBX @25 ¢ 3oHgom cocHa (100 m)** 25 19 100
Tpyba roppuposaHHas MBX @16 ¢ soHaom ay6 (100 m)* 16 1.2 100
Tpyba roppuposanHasi MBX @20 ¢ 3oHaom ay6 (100 m)* 20 14,5 100
Tpyba roppuposaHHasi MBX @25 ¢ 3oHgom ay6 (100 m)* 25 19 100
Tpy6a roppupoaHHas Tshkenas MBX @16 ¢ 3orgom cepas (100 m)*** |16 10,6 100
Tpyba roppuposaHHas Tsikenas MBX @20 ¢ 3oHpom cepas (100 m)*** |20 13,4 100
Tpyba roppuposaHHas Tskenas MBX @25 ¢ 3oHpom cepas (50 m)*™* |25 18 50
Tpyba roppuposaHHas Tskenas MBX @32 ¢ 3oHgom cepas (25 m)*™* |32 238 25

* Tpyba rocpuposanHas MBX @__ ¢ songom ay6 (__ m)* / Corrugated PVC conduit @__ with a draw rope oak (__m)
** Tpyba rochpuposarHas MBX @__ ¢ soHgom cocHa (__ m) / Corrugated PVC conduit @ with a draw rope pine (__m)
*** Tpyba roppuposanHas Tskenas [MBX @__ ¢ soHgom cepast (__ M) / Corrugated PVC conduit heavy @__ with a draw rope gray (__m)

PucyHok / Figure 1

M3paHue / Version 3
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